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K0353 Sprinkler System - Maintenance and Testing
CFR(s): NFPA 101

Sprinkler System - Maintenance and Testing Automatic sprinkler and standpipe 
systems are inspected, tested, and maintained in accordance with NFPA 25, Standard 
for the Inspection, Testing, and Maintaining of Water-based Fire Protection Systems. 
Records of system design, maintenance, inspection and testing are maintained in a 
secure location and readily available. a) Date sprinkler system last checked 
_____________________ b) Who provided system test 
____________________________ c) Water system supply source 
__________________________ Provide in REMARKS information on coverage for 
any non-required or partial automatic sprinkler system. 9.7.5, 9.7.7, 9.7.8, and NFPA 
25

This STANDARD is not met as evidenced by:
Based on interview and record review the facility has failed to inspect, maintain and 
test the automatic sprinkler system on a monthly, quarterly, semi-annual and annual 
interval, as required. Failure to perform these required operations could result in the 
failure of the sprinkler system to function as intended. This could cause a fire to 
spread more quickly and with greater intensity resulting in injury or death.

Findings include:

On January 31, 2019 at approximately 2PM the office manager was asked to provide 
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records of any sprinkler inspection, maintenance and testing records performed within 
the past year. The office manager provided an invoice dated December 7, 2018 for 
services performed by a company which declared on the document that the inspection 
of the facility's standpipe system was performed according to the National Fire 
Protection Association (NFPA) Standard 14, "Standard for the Installation of 
Standpipe and Hose Systems".

The office manager was informed that CMS required that inspection, maintenance and 
testing on sprinkler systems were to be performed according to NFPA 25, "Inspection, 
Testing, and Maintenance of Water-Based Fire Protection Systems" and that these 
were required to be performed on monthly, quarterly, semi-annual, annual and 5 years 
intervals. The office manager said he was not aware of this requirement.

The office manager was asked if the facility if any other services were performed on 
the facility's sprinkler system. The office manager said that no other services were 
performed and that he had no other sprinkler system records for the year 2018.


