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K0076 LIFE SAFETY CODE STANDARD
CFR(s): NFPA 101

Medical gas storage and administration areas are protected in accordance with NFPA 
99, Standards for Health Care Facilities. (a) Oxygen storage locations of greater than 
3,000 cu.ft. are enclosed by a one-hour separation. (b) Locations for supply systems of 
greater than 3,000 cu.ft. are vented to the outside. NFPA 99 4.3.1.1.2, 19.3.2.4 

This STANDARD is not met as evidenced by:
Based on observation and staff interview, the facility failed to ensure medical gas 
cylinders were securely fastened in 1 of 6 smoke compartments. The findings were: 
Observation on 5/1/12 at 1:23 PM showed two unsecured "E" sized oxygen tanks 
lying horizontally on the floor in the medical/surgical Pixus room. Interview with 
maintenance staff at the time of the observation confirmed the tanks needed to be 
secured. Reference: NFPA 101, Life Safety Code, 2000 edition. Section 19.3.2.4 
Medical gas storage and administration areas shall be protected in accordance with 
NFPA 99, Standard for Health Care Facilities. NFPA 99 Standard for Health Care 
Facilities, Chapters 4 and 8. Stand Alone Cylinders and Containers Storage areas: 
General Considerations. Cylinders must be secured from falling or mechanical shock.
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