Department of Health & Human Services Form Approved

Centersfor Medicare & Medicaid Services OMB No. 0938-0391
Statement of Deficiencies (X2) Provider/Supplier/CLIA (X3) Date
I dentification Number Survey
Completed
531311
11/15/2011
Name of Provider or Supplier Street Address, City, State
Crook County Hospital 713 Oak Street, Sundance, WY

For information on the provider's plan to correct this deficiency, please contact the provider or the state survey agency.

(X4) ID Prefix
Tag

K0027

Summary Statement of Deficiencies

(Each deficiency should be preceded by full regulatory or LSC identifying information)

LIFE SAFETY CODE STANDARD
CFR(s): NFPA 101

Door openings in smoke barriers have at least a 20-minute fire protection rating or are
at least 1-inch thick solid bonded wood core. Non-rated protective plates that do not
exceed 48 inches from the bottom of the door are permitted. Horizontal sliding doors
comply with 7.2.1.14. Doors are self-closing or automatic closing in accordance with
19.2.2.2.6. Swinging doors are not required to swing with egress and positive latching
isnot required. 19.3.7.5, 19.3.7.6, 19.3.7.7

This STANDARD is not met as evidenced by:

Based on observation and staff interview, the facility failed to ensure one smoke
barrier door was resistant to the passage of smokein 1 of 4 smoke compartments. The
findings were: Observation on 11/15/11 at 12:48 PM revealed the cross corridor
smoke barrier double doors between the laundry and physical therapy were held open
with maglocks. However, upon release, the doors were unable to close completely.
The maintenance manager confirmed the finding at the time of the observation.
Reference: NFPA 101, Life Safety Code, 2000 edition 19.3.7.6 Doors in smoke
barriers shall comply with 8.3.4 and shall be self closing or automatic closing in
accordance with 19.2.2.2.6. 8.3.4.1 Doors in smoke barriers shall close the opening
leaving only the minimum clearance necessary for proper operation and shall be
withour undercuts, louvers, or grilles.



