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KS222 Egress Doors
CFR(s): NFPA 101

Egress Doors 2012 EXISTING (Prompt) Doors and paths of travel to a means of 
escape shall not be less than 28 inches. Bathroom doors shall not be less than 24 
inches. Doors are swinging or sliding. Every closet door latch shall be readily opened 
from the inside in case of an emergency. Every bathroom door shall be designed to 
allow opening from the outside during an emergency when locked. No door in any 
means of escape shall be locked against egress when the building is occupied. 
Delayed egress locks complying with 7.2.1.6.1 shall be permitted on exterior doors 
only. Access-controlled egress locks complying with 7.2.1.6.2 shall be permitted. 
Forces to open doors shall comply with 7.2.1.4.5. Door-latching devices shall comply 
with 7.2.1.5.10. Corridor doors are provided with positive latching hardware, and 
roller latches are prohibited. Door assemblies for which the door leaf is required to 
swing in the direction of egress travel shall be inspected and tested not less than 
annually in accordance with 7.2.1.15. 33.2.2.5.1 through 33.2.2.5.7, 33.7.7, 42 CFR 
483.470(j)(1)(ii)

This STANDARD is not met as evidenced by:
Based on observation, the facility failed to maintain the required delayed egress exit 
door signage per the requirements of:

2012 NFPA 101, 33.2.2.5.5.1, and 7.2.1.6.1.1 (4)

This deficiency affects 1 of 2 smoke compartments.

Findings include:

On 08/17/2022, during a tour of the facility from 8:30 am to 3:30 pm, the surveyor 
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observed the following delayed egress doors were without the required signage; 
"PUSH UNTIL ALARM SOUNDS DOOR CAN BE OPEN IN 15 SECONDS":

1. The Front Lobby door

2. The North Corridor door

A member of the maintenance staff was present when this deficiency was identified.


