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For information on the provider's plan to correct this deficiency, please contact the provider or the state survey agency.

(X4) ID Prefix 
Tag

Summary Statement of Deficiencies

(Each deficiency should be preceded by full regulatory or LSC identifying information)

E0015 Subsistence Needs for Staff and Patients
CFR(s): 483.475(b)(1)

403.748(b)(1), 418.113(b)(6)(iii), 441.184(b)(1), 460.84(b)(1), 482.15(b)(1), 483.73(b)
(1), 483.475(b)(1), 485.542(b)(1), 485.625(b)(1) [(b) Policies and procedures. 
[Facilities] must develop and implement emergency preparedness policies and 
procedures, based on the emergency plan set forth in paragraph (a) of this section, risk 
assessment at paragraph (a)(1) of this section, and the communication plan at 
paragraph (c) of this section. The policies and procedures must be reviewed and 
updated every 2 years [annually for LTC facilities]. At a minimum, the policies and 
procedures must address the following: (1) The provision of subsistence needs for 
staff and patients whether they evacuate or shelter in place, include, but are not 
limited to the following: (i) Food, water, medical and pharmaceutical supplies (ii) 
Alternate sources of energy to maintain the following: (A) Temperatures to protect 
patient health and safety and for the safe and sanitary storage of provisions. (B) 
Emergency lighting. (C) Fire detection, extinguishing, and alarm systems. (D) Sewage 
and waste disposal. *[For Inpatient Hospice at 418.113(b)(6)(iii):] Policies and 
procedures. (6) The following are additional requirements for hospice-operated 
inpatient care facilities only. The policies and procedures must address the following: 
(iii) The provision of subsistence needs for hospice employees and patients, whether 
they evacuate or shelter in place, include, but are not limited to the following: (A) 
Food, water, medical, and pharmaceutical supplies. (B) Alternate sources of energy to 
maintain the following: (1) Temperatures to protect patient health and safety and for 
the safe and sanitary storage of provisions. (2) Emergency lighting. (3) Fire detection, 
extinguishing, and alarm systems. (C) Sewage and waste disposal.

This STANDARD is not met as evidenced by:
Based on review of documentation, the facility failed to provide subsistence needs 
policies and procedures per the requirements of:
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42 CFR 483.475(b)(1)

This deficiency affects all of the emergency preparedness plan.

Findings include:

During a tour of the facility, the facility failed to provide a contract or MOU for a 
back-up emergency generator, if the facility's emergency generator were to stop 
working. How would the facility provide subsistence needs for residents and staff:

A member of maintenance staff and administrative staff were present when this 
deficiency was identified.

Based on review of documentation, the facility failed to provide subsistence needs 
policies and procedures per the requirements of:
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